Smoke and Dye Testing Summary

High Level Sewershed

Run Summary

Date Company Ground Notification
Test ID Test Type Inspected / Super. Nearest MH Condition Made?
D1028-164 Dye 4/23/2009 ADS/TM S13EE1012MH Damp NA
Address 4024 Oswego Avenue Location Curb Status Public Source Catch Basin

“| No dye observed
in Sanitary MH
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No dye observed
in Santary MH

| Dye inserted and Catch Basin
continuously flooded. Downstream
Storm drain could not be plugged
because there's no Storm MH
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Smoke and Dye Testing Summary

High Level Sewershed

Run Summary

Date Company Ground Notification
Test ID Test Type Inspected / Super. Nearest MH Condition Made?
D1028-164 Dye 4/23/2009 ADS/TM S13EE1012MH Damp NA
Address 4024 Oswego Avenue

Location Curb

Status Public

Source Catch Basin

Observations & Photos

No dyewasobservedn thesanitarysewerduringthis test.
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	Text1: No dye was observed in the sanitary sewer during this test.


